C19.01
SECURITY AND FIRE PROTECTION (DESC AUG 1988)


(a)  The entire facility shall be enclosed by a fence suitable to deter unauthorized access.  The fence shall be fitted with gates that may be padlocked when not in use.


(b)  A method of visitor and entrance control will be in effect.  A visitor register shall be maintained.


(c)  An internal, self-powered communication system linking all critical points of the facility, capable of serving both as an alarm system and for conduct of terminal operation, will be in use.


(d)  A water supply and fire fighting equipment conforming to National Fire Protection Association and American Petroleum Institute standards will be maintained.  At locations outside the United States, other standards may be used with prior approval of the Contracting Officer.


(e)  In the event of an emergency at a CONUS COCO terminal, the Contractor shall seek the assistance of the following as appropriate:  local ambulance service; local fire department; local, county, and State police; regional office of the Federal Bureau of Investigation; Secret Service; U.S. Marshal's Service; and the Federal Emergency Management Agency.
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