C19.04
REMOVAL OF WATER BOTTOMS (DESC FEB 1998)


Storage tanks for DESC use shall be equipped with positive water sumps for removal of all water bottoms.  All storage tanks shall be drained of water a minimum of once each week and whenever storage tank gauging indicates water is present.  (Weekly water drainage is necessary because the datum plate may not necessarily be the low point in the storage tank.  Water could possibly accumulate below the datum plate and not show up in the gauging process.)  Additionally, all storage tanks shall be drained of water prior to any transfer of fuel and after a minimum of 4 hours or maximum of 24 hours settling time following each product receipt.  Storage tanks equipped with floating roofs shall be gauged for water after each rain and drained if water is found present.  Product and water levels shall be gauged before and after the draining of water.  Water gauges of each storage tank shall be taken and recorded each time it is gauged for product.  (Each storage tank shall be equipped with a fuel/water separation system for collection of all product or water dispensed from its bottom water drain(s).  This system shall have the capability to return separated product back into the same storage tank.)
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